
 
 
 

 

 
                         
                       MUSGROVE ENGINEERING, P.A. 

               234 Whisperwood Way 
              Boise, Idaho  83709 

               (208) 384-0585 

ADDENDUM #2 
 

JOB #: 
ME #13-115 
 

DATE: September 
5, 2013  

SHEET  1  OF  1  

PREPARED BY: CHARLES PAULIN  

 
PROJECT:  DPW #13603 - Chiller Replacement Idaho State Veterans Home – Lewiston, ID. 

  
 

NOTICE TO BIDDERS: 
 
THIS ADDENDUM NO. 2 IS HEREBY MADE A PART OF THE PROJECT REQUIREMENTS AND 
CONTRACT DOCUMENTS FOR THE PROJECT REFERENCED ABOVE. 

 
1. The bid date shall be extended one week.  The new bid opening will be September 12th at 10:00 am, 

local time.  
 

2. The Contractor shall cut and patch the shaft wall for the ventilation ductwork system and refrigerant 
relief pipes if needed and as needed.  The cuts shall be patch to match the existing conditions. 
 

3. The water balance is only required for the chillers, chilled water pumps, and condenser water pumps. 
The branch lines at the individual coils do not need to be balanced. 
 

4. The Contractor shall remove existing electrical connections to existing chillers CH-1 and CH-2 in their 
entirety, including existing 250A circuit breakers in panel ‘M’.  Connect new chillers CH-1 and CH-2 
each to new 300A/3P circuit breaker in panel ‘M’ with 3#300 and 1#4(G) copper conductors in 2½” 
conduit.  Contractor is responsible for verification of existing electrical load at panel ‘M’ as directed 
by the NEC. Confirm new connections will not overload existing panel prior to demolition of existing 
connections.  

 
END OF ADDENDUM NO. 2 
 


