ADDENDUM NO. 1

July 24, 2020

TO: All Plan Holders and Plan Centers, as listed in the advertisement for bid.

Addendum No. 1 dated 23/07/2020 forms a part of the Contract Documents and modifies the original bidding documents. This addendum is issued to clarify, add to, or delete from the original bidding documents package.

Re: DPW 20541 IDPR Thousand Springs Visitor Center

PROJECT NOTES / CLARIFICATIONS:

1. Please note that the Bid Advertisement submittal date is incorrect. Sealed proposals will be received by the Division of Public Works, State of Idaho, at 502 N. 4th St., PO Box 83720, Boise, Idaho 83720-0072 until 2:00 pm local time, on Thursday, August 13, 2020 for DPW Project 20541 IDPR: Thousand Springs Visitor Center, Hagerman, Idaho.

2. Please note that Bid Advertisement Estimated Cost is incorrect. The Estimated Cost is: $1,864,300.00, plus Alternate No. 1 $431,000.00.

3. Please note there is no pre-bid meeting for this project.

4. Please note the Project Manual lists the incorrect date for submittal. Sealed proposals will be received by the Division of Public Works, State of Idaho, at 502 N. 4th St., PO Box 83720, Boise, Idaho 83720-0072 until 2:00 pm local time, on Thursday, August 13, 2020 for DPW Project 20541 IDPR: Thousand Springs Visitor Center, Hagerman, Idaho.

QUESTIONS:

1. Please confirm that there are no Davis Bacon Wage Requirements for the project.
   Answer: Please note there are no Davis Bacon Wage Requirements for this project.

2. Please confirm that there are no Buy America Requirements for the project.
   Answer: Please note there are no Buy America Requirements for this project.

DRAWING MODIFICATIONS:

The revised drawings listed below are included in their entirety at the end of this document.
The following Contract Drawings are revised:

Architectural

1. ASK-01: Occupancy Signage Clarification
2. ASK-02: Women’s Restroom Toilet Accessories Clarification

Electrical

LUMINAIRE APPROVALS
APPROVALS LISTED ARE BASED ON MANUFACTURER’S ONLY. CONTRACTOR IS RESPONSIBLE FOR BIDDING ON APPROVED EQUIPMENT EQUIVALENT IN SIZE, MOUNTING CONDITIONS, AND PERFORMANCE TO THAT SPECIFIED. CONTRACTOR IS ALSO RESPONSIBLE FOR ALL SPECIAL ELECTRICAL, MECHANICAL, OR OTHER FIELD ADAPTATIONS REQUIRED FOR EQUIPMENT OR ITEMS USED OTHER THAN THOSE SPECIFIED. ALL ELECTRICAL EQUIPMENT SHALL BEAR THE UL LABEL.

<table>
<thead>
<tr>
<th>LUMINAIRE TYPE</th>
<th>MANUFACTURER</th>
<th>NOTES</th>
</tr>
</thead>
<tbody>
<tr>
<td>WS1</td>
<td>Primus Lighting, Prudential</td>
<td></td>
</tr>
</tbody>
</table>

Electrical Drawings

1. SHEET E2.0L
See attached, clouded, and revised sheet with the following revisions:
   - Keynote #10 language updated to indicate that each CM1 head to have its’ own driver.
   - Keynote #10 added in plan view to CM1 grouping west of Entry 103.

2. SHEET E3.0
See attached, clouded, and revised sheet with the following revisions:
   - Network Lighting Control System Block Diagram: Omit graphical callout of “uplink” and network connection. Relay panel lighting system to be stand-alone type.
   - Luminaire Schedule: Revise Note #16.

SPECIFICATION MODIFICATIONS:

Specification modifications are indicated in the attached specification sections by a vertical line in the left-hand margin of the specification page. The revised specification sections listed below are included in their entirety at the end of this document.

The following specifications sections are revised:

Item 1. Section 051200-06 2.7 A: Testing Agency: Owner will engage a qualified testing agency to perform inspections on site.
**Item 2. Section 333113-11 3.7 F: Section Deleted.**

**SUBSTITUTION REQUESTS:**

*Please send all substitution requests in the format indicated in the Project Manual.*

The following substitution requests are not accepted:

<table>
<thead>
<tr>
<th>Proposed Substitution</th>
<th>Received From</th>
<th>Action</th>
</tr>
</thead>
<tbody>
<tr>
<td>RAY-CORE spray foam panels in lieu of SIPs</td>
<td>HC Company, Inc.</td>
<td>Not Accepted</td>
</tr>
</tbody>
</table>

Best regards,

Michael Eliason, RA
Patano Studio Architecture
MAX. OCCUPANCY XX

NOTE: POSTED OCCUPANCIES

POSTED OCCUPANCY 10 @ ENTRY
POSTED OCCUPANCY 21 @ INTERPRETIVE
POSTED OCCUPANCY 28 @ RECEPTION
ENLARGED RESTROOM PLAN

SCALE: 1/2" = 1'-0"